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This manual contains important instructions that must be followed during installation and 
maintenance of the device. It is imperative to consider the following points: 
 
 
Notice 

 

 
Warranty claims: 
Please note that all warranty claims will be void if you ignore the 
contents of this installation and maintenance manual. 
 

 

 
Changes to the device: 
If changes are made to the device that are not included in the 
documentation from the original manufacturer alpitronic Srl or have not 
been authorised by alpitronic Srl, alpitronic Srl is no longer considered 
to be the manufacturer of the switchgear assembly, but rather the 
person who made the changes. 
 

 

 
Updates and revisions: 
The information contained in this document is updated regularly and 
without notice to our customers.  
To ensure that you have the latest information, we ask you to register 
on the document platform hyperdoc using the link below:  
 
https://account.hypercharger.it/register 
 

 

 
Additional calibration law documentation: 
Further documentation is available on hyperdoc for charging stations 
that have been equipped in accordance with the applicable country-
specific measurement and calibration laws. This must be considered.  
 

 

 

https://account.hypercharger.it/register
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